
STATE OF WISCONSIN Mail to: 
Department of Safety and Professional Services PO Box 8935 
1400 E Washington Ave. Madison WI 53708-8935 
Madison WI  53703 

 Email: dsps@wisconsin.gov 
  Web: http://dsps.wi.gov 

Governor Scott Walker       Secretary Dave Ross                                                Phone: 608-266-2112 
 
 

DEPARTMENT OF SAFETY AND PROFESSIONAL SERVICES 
SPS 314 FIRE PREVENTION CODE COUNCIL 

Room 121B, 1400 East Washington Avenue, Madison 
Contact:  Sam Rockweiler (608) 266-0797  

September 24, 2013 
9:00 A.M. 

 
The following agenda describes the issues that the Council plans to consider at the meeting.  At the time of 

the meeting, items may be removed from the agenda.  Please consult the meeting minutes for a description of 
the recommendations of the Council. 

 

AGENDA 
 

CALL TO ORDER AND ROLL CALL 

A. Adoption of Agenda 

B. Welcome  

C. Approval of Minutes From Council Meeting on August 13, 2013 

D. Department Update 
 Related Code-Development Activity:  Chapters SPS 316, 318, 320-325, 326, 330 and 332 

E. Deferred Issues From the 2012 Edition of NFPA 1, Such as: 

1) Standardized Fire Service Elevator Keys - NFPA 1 Section 11.3.6 

2) Telecommunication Facilities and Information Technology Equipment – NFPA 1 Chapter 
36 

3) Ventilation Control and Fire Protection of Commercial Cooking Operations – NFPA 
Chapter 50 and NFPA 96 

4) Storage Systems for Cooking Oil – NFPA 1 Sections 50.6.3 to 50.6.3.5 

5) Photovoltaic Systems – NFPA 1 Section 11.12 

F. Changes to Draft Text for Outside Storage of Furniture, Relating to Weather-Resistant 
Barriers and Distance From Structure 

G. Modifications In Subchapter II of Chapter SPS 314, Such as Revised Audit Procedures 

H. Authority of Fire Inspectors to Enforce the Building Code 

I. May 28, 2013, Letter to the Council From the Wisconsin State Fire Chiefs’ Association 

J. Public Comments 

K. Discuss Future Business 

L. Adjournment 

File reference:  SPS 314/Agenda 09.13 
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SPS  314  FIRE  PREVENTION  CODE  COUNCIL 
MEETING MINUTES 

Tuesday, August 13, 2013 
 

PRESENT: John Ashley, Todd Blaser, Gregg Cleveland, Tod Doebler, Jennie Macaluso-
 Ruditys, Brian McKee 

 
STAFF: Jeff Weigand, Policy Director; Carl Frisque, Fire Prevention Coordinator; Brian 

Rausch, Engineering Consultant; and Sam Rockweiler, Rules Coordinator  
 
Gregg Cleveland called the meeting to order at 9:00 a.m.  A quorum of six members was present. 
 

APPROVAL OF MINUTES 
 

Amendments to the Minutes: 
• None 

 
MOTION: Tod Doebler moved, seconded by Todd Blaser, to approve the minutes of July 2, 

2013, as published.  Motion carried unanimously. 
 
 

AGENDA ITEM:  DISCUSS NFPA 1 FIRE CODETM TECHNICAL/SUBSTANTIVE CHANGES 
FROM THE 2009 EDITION TO THE 2012 EDITION 

 
MOTION: Brian McKee moved, seconded by John Ashley, to recommend that the 

Department add the design requirements from chapter 36 of the 2012 edition of 
NFPA 1, relating to telecommunication facilities and information technology 
equipment, to chapters SPS 361 to 366, for commercial buildings.  Motion failed. 

 
 
MOTION: Brian McKee moved, seconded by John Ashley, to ask the Department to review 

– within 30 days – the design requirements in chapter 36 of the 2012 edition of 
NFPA 1, relating to telecommunication facilities and information technology 
equipment, for inclusion in chapters SPS 361 to 366, through either an 
emergency rule, a permanent rule, or a comprehensive update of the chapters, 
whichever is most expeditious.  Motion carried, with one dissent. 

 
 

MOTION: Tod Doebler moved, seconded by Jennie Macaluso-Ruditys, to ask the 
Department to review – within 30 days – the design requirements in NFPA 96, 
relating to ventilation control and fire protection of commercial cooking 
operations, for inclusion in chapters SPS 361 to 366, through either an 
emergency rule, a permanent rule, or a comprehensive update of the chapters, 
whichever is most expeditious.  Motion carried, with one dissent. 

 
 

MOTION: Tod Doebler moved, seconded by Brian McKee, to ask the Department to review 
– within 30 days – the design requirements in NFPA 1 sections 50.6.3 to 
50.6.3.5, relating to storage systems for cooking oil, for inclusion in chapter SPS 
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310, and to relay the outcome of the review to the Department of Agriculture, 
Trade and Consumer Protection.  Motion carried unanimously. 

 
 

AGENDA ITEM:  DISCUSS RADIO COVERAGE INSIDE BUILDINGS 
 

MOTION: Tod Doebler moved, seconded by John Ashley, to accept the new requirements in 
NFPA 1 sections 11.10.1 to 11.10.3, relating to two-way radio communication 
enhancement systems.  Motion carried, with one dissent and one abstention. 

 
 

ADJOURNMENT 

MOTION: Brian McKee moved, seconded by Todd Blaser, to adjourn the meeting.  Motion 
carried unanimously. 

 
The meeting adjourned at 2:00 p.m. 
 
File reference:  SPS 314/Minutes 08.13 
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September 19, 2013 

Summary of SPS 314 Proposed Rule Changes 
 

This is a summary of preliminary draft rule changes which are dated September 19, 2013, and 
which may be of interest.  The draft rule changes also include various editorial and formatting 
updates and corrections.   
 
Pages 1, SECTIONS 1 and 2 – Updates chapter SPS 314 by adopting the 2012 edition of NFPA 

1 in place of the 2009 edition, deletes limiting alternate model fire codes to only the 
International Fire Code, and clarifies that Department staff are not expected to provide 
expertise on any alternate model code or any local ordinance adopting one. 

SECTION 3, SPS 314.01 (1) (c) 4. – Clarifies which federal buildings are not subject to the 
rules. 

Page 2, SECTION 4 – Clarifies that any new design requirements relating to fire department 
access and water supply are not retroactive, and that the preceding design requirements 
continue to apply to any building which was constructed under them. 

SECTION 5 – Turns on the design requirements in NFPA 1 for firefighter access pathways on a 
roof with a rooftop photovoltaic system, for systems installed on or after the effective date of 
the rule. 

Pages 2 and 3, SECTIONS 6 and 7 – Deletes having chapter SPS 310 prevail if it differs from 
SPS 314 because that chapter is now administered by the Department of Agriculture, Trade 
and Consumer Protection. 

Page 3, SECTION 10 – Alerts users of chapter SPS 314 to the NFPA 1 Fire Code Handbook, 
which explains many of that Code’s requirements, in part through case studies and illustrative 
examples. 

SECTION 11 – Explains that a fire inspector who is not a certified building inspector is 
authorized to only issue enforcement orders which relate to fire hazards or to prevention of 
fires, except where a local ordinance provides further authority to that inspector. 

SECTION 12 – Disallows requiring any documents to be recorded by a Register of Deeds. 

SECTION 13 – Deletes reference to special orders by the Department, because they have all 
expired. 

Page 4, SECTIONS 14 and 15 – Updates the fire-dues entitlement process to be consistent with 
the new statutory tie-in to reporting fire incidents, and with the Department’s changeover to a 
Web-based system – and clarifies how substantial compliance is determined. 

Page 5, SECTION 16 – Defines what is meant by “design requirements” and “governing 
authority.” 



 

SECTION 17, SPS 314.03 (1) (i) Note – Explains that fire-dues entitlement in now tied to 
complying with statutory requirements relating to reporting fire incidents.  

SECTION 18 – Deletes a Wisconsin modification of the 2009 edition of NFPA 1, that allowed 
submitting an emergency plan only where required by the authority having jurisdiction, 
because the 2012 edition now limits the submittal in the same manner. 

SECTION 19 – Prohibits outdoor use of upholstered furniture that is not designed for that use, 
except under limited, specified circumstances. 

Page 6, SECTION 21, SPS 314.13 (3) Note – Clarifies that the credential which is required for 
maintenance and recharging of portable fire extinguishers is not issued by the Department. 

SPS 314.13 (4) – Replaces the requirements for carbon-monoxide alarms with a reference to the 
installation and maintenance requirements in the commercial building code. 

Page 7, SECTION 23 – Deletes a Wisconsin modification of the 2009 edition of NFPA 1, that 
extended the general storage requirements to certain unsprinklered buildings, because the 
2012 edition now extends those storage requirements to those buildings. 

File reference:  SPS 314/Rules Summary 
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Preliminary draft:  September 19, 2013 

(Yellow-highlighted changes are based on the May 29th Council meeting, light pink are based on 
the July 2nd meeting, and light green are based on the August 13th meeting.  All other changes are 
updates by staff.) 
 
SECTION  1.     SPS 314.001 (1) (a) and (2) are amended to read: 
 
 SPS 314.001 (1) (a)  Adoption of model fire code.  NFPA 1, Fire CodeTM — 2009 2012, 
subject to the modifications specified in this chapter, is hereby incorporated by reference into this 
chapter. 
 
 (2)  ALTERNATE MODEL FIRE CODE.  Where a municipality has by ordinance 
adopted requirements of the International Fire Code — 2009 an alternate model fire code and 
any additional requirements, that, in total, are equivalent to NFPA 1 as referenced in sub. (1), the 
department will not consider that ordinance to be in conflict with sub. (1); and property owners or 
managers, or employers, need only comply with that ordinance. 
 
 
SECTION  2.     SPS 314.001 (2) (Note) is created to read: 
 
 SPS 314.001 (2) Note:  In assisting a municipality that has adopted or plans to adopt an alternate model 
fire code, Departmental staff typically will provide expertise relating only to NFPA 1 and this chapter, and should not 
be expected to be familiar with the alternate fire code and any local requirements needed to establish equivalency with 
NFPA 1 and this chapter.  Creating that equivalency is the responsibility of that municipality, not the Department. 
 
 
SECTION  3.     SPS 314.01 (1) (a), (c) 4., (f) and Notes and (g) 1. (intro.) and Note [4] are 
amended to read: 
 
 SPS 314.01 (1) (a) 1.  This chapter applies to all public buildings and places of 
employment that exist on or after January 1, 2011 [the effective date of this paragraph . . . 
LEGISLATIVE REFERENCE BUREAU TO INSERT DATE], except as provided in pars. (b) to 
(d). 
 
 2.  This chapter applies to the inspection, testing, and maintenance of all fire safety features 
as specified in this chapter, for all public buildings and places of employment that exist on or after 
January 1, 2011 [the effective date of this paragraph . . . LEGISLATIVE REFERENCE BUREAU 
TO INSERT DATE], except as provided in pars. (b) to (d). 
 
 (c) 4.  Buildings and portions of buildings that are either federally owned or exempted by 
federal statutes, regulations or treaties. 
 
 (f)  Except for facilities that are exempted from this chapter under par. (c) 3. to 5. — and 
regardless of pars. (b), (c) 6. to 9. and (d) — this chapter applies to all facilities and structures 
which exist on or after January 1, 2011 [the effective date of this paragraph . . . LEGISLATIVE 
REFERENCE BUREAU TO INSERT DATE], and which involve flammable-, combustible- or 
hazardous-liquid storage, transfer, or dispensing. 
 



 

 Note:  Chapter SPS 305 regulates persons or businesses that are required or permitted to obtain licenses, 
certifications or registrations under chapters 101, 145 or 167 of the statutes.  Chapter SPS 305 states that no person 
may inspect a tank system which has held or will hold flammable, combustible or hazardous liquids to determine 
compliance with chapter SPS 310 [LRB is renumbering this to an ATCP chapter] unless the person holds a 
certification issued by the Department as a certified tank system inspector.  Chapters SPS 305 and 310 do not preclude 
a fire inspector from conducting fire safety inspections involving flammable, combustible or hazardous liquids under 
chapter SPS 310; or from enforcing fire safety requirements under chapter SPS 314 or sections 101.14 (1) (a) or (b) or 
(2) of the statutes. 

 
 Note:  In conjunction with addressing the quality and retail sales of petroleum products, chapter SPS 348  
[LRB is renumbering this to an ATCP chapter]also regulates containers which have a capacity of under 275 gallons 
and which are used for storing gasoline or any other petroleum product that has a flash point of less than 100°F.  
Chapter SPS 348 requires these containers to be colored red and appropriately labeled, and prohibits using red 
containers for storing petroleum products that have a flash point of 100°F or more. 
 
 (g) 1. (intro.)  Except for facilities that are exempted from this chapter under par. (c) 3. to 
5. — and regardless of pars. (b), (c) 6. to 9. and (d) — the department or its deputies may apply 
this chapter to any building or other structure or premises or public thoroughfare, which exists on 
or after January 1, 2011 [the effective date of this paragraph . . . LEGISLATIVE REFERENCE 
BUREAU TO INSERT DATE], and which has either of the following characteristics: 
 
 Note:  See chapter SPS 310 [LRB is renumbering this to an ATCP chapter] for orders of the Department of 
Agriculture, Trade and Consumer Protection relating to flammable, or combustible and hazardous liquids,; and see 
chapter SPS 340 for orders of the Department relating to fuel gas systems. 
 
 
SECTION  4.     SPS 314.01 (2) (a) 3. a. and b. are renumbered SPS 314.01 (2) (a) 3. c. and d., and 
SPS 314.01 (2) (a) 3. d., as renumbered, is amended to read: 
 
 SPS 314.01 (2) (a) 3. d.  The requirements in NFPA 1 sections 18.2.2.1, 18.2.3 and 18.3 do 
not apply to buildings constructed prior to January 1, 2011 [the effective date of this paragraph . . . 
LEGISLATIVE REFERENCE BUREAU TO INSERT DATE].  Buildings constructed prior to 
that date but on or after March 1, 2008, shall comply with the requirements in NFPA 1 sections 
18.2.2.1, 18.2.3 and 18.3 which were in effect under this subdivision during that period. 
 
 
SECTION  5.     SPS 314.01 (2) (a) 3. a. and b. are created to read: 
 
 SPS 314.01 (2) (a) 3. a.  The design requirements in NFPA 1 sections 11.12.2.2 to 
11.12.2.2.3.2 for firefighter access pathways on a roof with a rooftop photovoltaic system are 
included as part of this chapter. 
 
 b.  The requirements in NFPA 1 sections 11.12.2.2 to 11.12.2.2.3.2 do not apply to rooftop 
photovoltaic systems installed prior to [the effective date of this paragraph . . . LEGISLATIVE 
REFERENCE BUREAU TO INSERT DATE]. 
 
 
SECTION  6.     SPS 314.01 (2) (b) 2. is amended to read: 
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 SPS 314.01 (2) (b) 2.  Where rules of the department specify conflicting requirements, 
types of materials, methods, processes or procedures, the most restrictive rule shall govern, except 
as provided in subds. 1., and 3. and 4. 
 
 
SECTION  7.     SPS 314.01 (2) (b) 4. is repealed. 
  
 
SECTION  8.     SPS 314.01 (2) (b) 4. Note is renumbered SPS 314.01 (1) (g) Note [5] and 
amended to read: 
 
 SPS 314.01 (1) (g) Note [5]:  See Appendix for a list of tanks, containers, tank systems, and facilities that 
are not regulated by chapter SPS 310 [LRB is renumbering this to an ATCP chapter]. 
 
 
SECTION  9.     SPS 314.01 (9) (a) is amended to read: 
  
 SPS 314.01 (9) (a)  Appeal of department order.  Pursuant to s. 101.02 (6) (e), Stats., any 
person who owns or occupies a property that is affected by an order of the department may 
petition the department for a hearing on the reasonableness of the order. 
 
 
SECTION  10.     SPS 314.01 (6) (a) Note is created to read: 
 
 SPS 314.01 (6) (a) Note:  The National Fire Protection Association, which issues the NFPA Fire Code 
that is adopted in this chapter, also issues an NFPA 1 Fire Code Handbook.  The Handbook contains commentary on 
many of the Code’s requirements along with case studies and illustrative examples that may be helpful in interpreting 
the Code’s requirements.  Go to www.nfpa.org for further information about the Handbook. 
 
 
SECTION  11.     SPS 314.01 (7m) is created to read: 
 
 SPS 314.01 (7m)  This is a department informational note to be used under NFPA 1 
section 1.7.14: 
 
 Note:  Under sections 101.12 (3) (g) and 101.14 (1) (b) and (2) (b) of the Wisconsin Statutes, a fire inspector 
who is not certified by the Department as a building or dwelling inspector under chapter SPS 305 is authorized to 
order stopping an operation, construction or use only if the order relates to a fire hazard or to prevention of fire – 
except where a local ordinance provides further authority to that inspector. 
  
 
SECTION  12.     SPS 314.01 (11m) is created to read: 
 
 SPS 314.01 (11m)  RECORDS WITH A REGISTER OF DEEDS.  Any text in NFPA 1 
section 1.12.3 that permits an AHJ to require recording anything at a register of deeds office is not 
included as part of this chapter. 
 
 
SECTION  13.     SPS 314.01 (13) (b) 7. c. is repealed. 
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SECTION  14.     SPS 314.01 (14) (a) 1. a., (b) 1. and 3. a. and b. and (c) 1. to 3. are amended to 
read: 
 
 SPS 314.01 (14) (a) 1. a.  In order to be eligible to receive a fire department dues payment, 
a municipality shall be in substantial compliance with the requirements for fire protection, fire 
reporting and fire prevention services specified in ss. 101.14 (2), 101.141 (1) and(2) and 101.575, 
Stats., and this chapter, throughout the entire municipality. 
 
 (b) 1.  ‘General.’  The department shall determine substantial compliance with the fire 
department dues entitlement program through the administrative process specified in this 
paragraph, the self-certification process specified in par. (c) and the audit process specified in par. 
(d). 
 
 3. a.  The municipality fails to return the submit self-certification form input on time. 
 
 b.  The municipality returns submits an incomplete self-certification form input. 
 
 (c)  Self-certification.  1.  A municipality shall annually complete and submit a fire 
department dues entitlement self-certification form input for the previous calendar year.  The 
certification input shall be made on the form provided in a format prescribed by the department 
and the form shall be returned submitted to the department on or before April 1. 
 
 Note:   In January 2011, the Department replaced its paper-based self-certification process with a Web-based 
process that includes online registration and annual online input from both the clerk and the fire chief for a 
municipality.  Further information about this the Department’s Web-based registration and self-certification process is 
available at the Department’s Web site at www.dsps.wi.gov, through links to the Industry Services Division’s Fire 
Prevention program and then Wisconsin’s fire program online system. 
 
 2.  A municipality shall identify on include in the self-certification form input the name of 
every fire department and the chief of the fire department that provided fire protection services 
and fire prevention services, to the municipality in the last calendar year.  This identification shall 
be used to determine which fire departments are entitled to receive fire department dues from the 
municipality. 
 
 3.  The chief of the fire department that provided the fire protection and fire prevention 
services and the clerk of the municipality shall sign the self-certification form and indicate each 
report whether or not the municipality is in substantial compliance with state regulations regarding 
the fire department dues entitlement program.  In first class cities, the commissioner of the 
building inspection department shall also sign submit the self-certification form input. 
 
 
SECTION  15.     SPS 314.01 (14) (d) 1. (Note) is created to read: 
 
 SPS 314.01 (14) (d) 1. Note:  The definition of “substantial compliance” in section SPS 314.03 (1) (i) is 
not intended to infer that the Department must make a separate determination about substantial compliance in each of 
the fire-dues eligibility categories prescribed in sections 101.14 (2) and 101.575 (3) and (6) of the Statutes.  Nor is that 
definition intended to infer that a fire department could do virtually no inspections and still be in compliance.  Instead, 
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Department staff use their expert judgment, in looking at the overall performance of a fire department and the 
municipality, to make an overall determination of whether substantial compliance occurred. 
 
  
SECTION  16.     SPS 314.03 (1) (bm) and (dm) and Note are created to read: 
 
 SPS 314.03 (1) (bm)  “Design requirements” means any requirements that a designer 
would otherwise need to follow when specifying the permanent physical characteristics of a 
building.  These include the materials of construction, structural members, fire-resistance and fire 
protection systems, means of egress and accessibility, energy efficiency, electrical systems, 
plumbing and other mechanical systems. 
 
 (dm)  “Governing authority” means the department of safety and professional services.  
 
 Note:  Under NFPA 1 section 1.6, any local unit of government adopting local fire prevention requirements 
that apply in addition to this chapter is the “governing authority” for those requirements. 
 
 
SECTION  17.     SPS 314.03 (1) (a) 2., (f), (i) Note and (2) are amended to read: 
 
 SPS 314.03 (1) (a) 2.  In this subsection paragraph: 
 
 (f)  “NFPA 1” means the 2009 2012 edition of NFPA 1, Fire Code, as adopted and 
modified in this chapter. 
 
 (i) Note:  Under section 101.575 (4) (a) 1. of the Statutes, the Department may not pay fire department dues 
to a city, village, town or fire department, unless the Department determines that the city, village, town or fire 
department is in substantial compliance with sections 101.575 (6), and 101.14 (2) and 101.141 (1) and (2) of the 
Statutes. 
 
 (2)  Substitute the following definition for the definition in NFPA 1 section 3.3.170.20 
3.3.182.22:  “One- and 2-family dwelling” has the meaning as defined for dwelling in s. 101.61 
(1), Stats. 
 
 
SECTION  18.     SPS 314.10 (2) is amended to read: 
 
 SPS 314.10 (2)  EMERGENCY PLANS.  Substitute the following wording for the 
requirements in This is a department informational note to be used under NFPA 1 section 10.9.2.3 
10.9.2.2:  Where required by the AHJ, emergency plans shall be submitted to the AHJ for review.   
 
 
SECTION  19.     SPS 314.10 (5) is created to read: 
 
 SPS 314.10 (5)  Outdoor furniture.  These are department rules in addition to the 
requirements in NFPA 1 chapter 10:   
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 (a)  Upholstered furniture that is not designed for outdoor use is prohibited on an exterior 
balcony, porch, deck, roof, landing, or other area exposed to the weather except this prohibition 
does not apply to any of the following: 
 
 1.  Furniture that is placed in an outside location in order to allow it to be moved during a 
move of a resident or to be removed as part of a trash or recycling program, if placed there on the 
day scheduled for the move or removal. 
 
 2.  Furniture that is temporarily placed in an outside location in order to offer it for sale, 
provided all of the following conditions exist: 
 
 a.  The furniture is there only between 8:00 a.m. and 6:00 p.m. 
 
 b.  The person attempting to sell the furniture, or that person's agent, is outside to monitor 
the sale. 
 
 c.  A sign is placed on or near the furniture indicating that the furniture is for sale. 
 

d.  The furniture is there for no more than 2 7 days in any 6-month period. 
 
3.  Furniture that is located far enough away from any structure to avoid being a fire hazard 

for the structure. 
 
(b)  “Exterior” in this section means anywhere on the weather-exposed side of a surface 

that provides a weather-resisting barrier for a building. 
 
 
SECTION  20.     SPS 314.13 (3) and (4) are renumbered SPS 314.13 (5) and (6) 
 
 
SECTION  21.     SPS 314.13 (3) and (4) are created to read: 
 
 SPS 314.13 (3)  This is a department informational note to be used under NFPA 1 section 
13.6.9.1.2: 
 
 Note:  The fire-extinguisher certification addressed in this section is not issued by the Department.  
 
 (4)  Substitute the following informational note for the requirements in NFPA 1 sections 
13.7.1.5 and 13.7.2.9.4 to 13.7.2.9.4.4: 
 
 Note:  See chapters SPS 361 to 366 for requirements relating to installation and maintenance of carbon 
monoxide alarms. 
 
 
SECTION  22.     SPS 314.27 (Note) is amended to read: 
 
 SPS 314.27 Note:  See chapter SPS 321 subchapter VI and chapter SPS 326 for requirements for 
manufactured home sites and communities. 
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SECTION  23.     SPS 314.34 is repealed. 
 
 
SECTION  24.     SPS 314.65 (2) (intro.) and (3) are amended to read: 
 
 SPS 314.65 (2) (intro.)  MIXING PLANT OPERATION.  These are department rules in 
addition to the requirements in NFPA 495 section 5.2.8 chapter 5 as referenced in NFPA 1 section 
65.9.1: 
 
 (3)  MAGAZINE INSPECTION.  Substitute the following wording for the requirements in 
NFPA 495 section 8.7.2 9.7.2 as referenced in NFPA 1 section 65.9.1:  All magazines containing 
explosive materials shall be opened and inspected at maximum intervals of 7 days to determine 
whether there has been unauthorized or attempted entry into the magazines or whether there has 
been unauthorized removal of the magazines or their contents. 
 
 
SECTION  25.     SPS A–314.01 (2) (b) 4. (intro.) is amended to read: 
 
 SPS A–314.01 (2) (b) 4.  The following tanks, containers, tank systems and facilities are 
not regulated by chapter SPS 310 [LRB is renumbering this to an ATCP chapter]: 
 
 
SECTION  26.     EFFECTIVE DATE.  The rules adopted in this order shall take effect on the first 
day of the month following publication in the Wisconsin administrative register, pursuant to s. 
227.22 (2) (intro.), Stats. 
--------------------------------------------------------------------------------------------------------------------- 

(END OF TEXT OF RULE) 
--------------------------------------------------------------------------------------------------------------------- 
File reference:  SPS 314/rules 2 
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