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18.12 - Automatic fire sprinkler protection.

Installation required. An automatic fire sprinkler system shall be installed in all structures where the floor area

exceeds the thresholds established in Table 18.12(2) of the specific occupancy involved. For the purpose of

determining square footage as it relates to the sprinklering of a building, firewalls shall not be considered area

dividers unless the firewall is built in compliance with Section 705 of the CBC.

Table 18.12(2)

Occupancy

Type

Type I Type II Type III Type IV Type V

E* ALL ALL ALL ALL ALL

F-2 5,000 SF 5,000 SF 3,000 SF 3,000 SF 3,000 SF

I-2 ALL ALL ALL ALL ALL
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I-3 ALL ALL ALL ALL ALL

I-4 ALL ALL ALL ALL ALL

R-4 ALL ALL ALL ALL ALL

U 5,000 SF 5,000 SF 3,000 SF 3,000 SF 3,000 SF
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18.14 - Miscellaneous construction provisions.
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(b)

Fire alarm systems.

Installation required. A fire alarm system shall be installed in all structures where the floor area exceeds

the thresholds established in Table 18.14(4)(b) of the specific occupancy involved.

Table 18.14(4)(b)

Occupancy

Type

Type I Type II Type III Type IV Type V

E* ALL ALL ALL ALL ALL

Greenfield, WI Code of Ordinances about:blank

2 of 9 12/22/2014 3:53 PM



I-2 ALL ALL ALL ALL ALL

I-3 ALL ALL ALL ALL ALL

I-4 ALL ALL ALL ALL ALL

R -2 ALL ALL ALL ALL ALL

R-4 ALL ALL ALL ALL ALL

S-1 3,000 SF 3,000 SF 3,000 SF 3,000 SF 3,000 SF

S-2 5,000 SF 5,000 SF 3,000 SF 3,000 SF 3,000 SF

U 5,000 SF 5,000 SF 3,000 SF 3,000 SF 3,000 SF
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