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 5.16 AUTOMATIC SPRINKLER SYSTEMS.  

 
 

 
 (2) WHERE INSTALLED. After November 25, 1975, every building constructed, every building 

structurally altered, every building remodeled, or every building whose use has changed, according to 
Subsection (8) below, shall have an approved automatic sprinkler system installed and maintained when 
occupied in whole or in part as follows: 
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(5) COMMERCIAL AND INSTITUTIONAL KITCHENS.  All commercial and institutional 

 

 
 
kitchens shall have a UL Approved hood and duct extinguishment system as approved by the State 
Insurance Services Office.  The system shall also be provided with an automatic fuel cut-off. 
 

 




